CITY OF WINTER PARK
WATER & WASTEWATER UTILITY DEPARTMENT
REFERENCE THE "WATER & WASTEWATER UTILITY STANDARDS, SPECIFICATIONS & DETAILS MANUAL"

DATE: January 2, 2008 BLOW OFF VALVE-STANDARD SCALE: N.T.S
TEST STATION BOX 2" BRASS BALL
(SEE NOTE 2) VALVE, B11-777
ADJUSTABLE ARCH 2" THREADED
PATTERN CAST IRON 11" X 17" X 12" BRASS CAP
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BOX SHALL REST ON BEDDING
ROCK (NOT ON VALVE OR OR
PIPE) AND SHALL BE
CENTERED ON OPERATING NUT

NOTES:
1. ALL 2" PIPE FITTINGS SHALL BE THREADED (NPT) BRASS JOINTS.
2. SEE FIGURE 42 FOR DETAILED SPECIFICATIONS.
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